COMMONWEALTH OF VIRGINIA
BURN BUILDING PROP PROTOTYPE 1
CLASS B FUEL

Street Address
City, Virginia, Zip Code

ARCHITECT/ENGINEER
ARCHITECT OR ENGINEERING FIRM
Street Address
City, State, Zip Code
Phone: Fax:

BUILDING CODE DATA

INDEX OF DRAWINGS

LOCATION MAP

PROPOSED BURN PROP
VICINITY MAP

NOT FOR CONSTRUCTION

This is a prototypical design set of drawings not intended for construction. These drawings are intended to be used in conjunction with the project manual and specifications by an architect/engineer employed by the grant recipient in the design of a new burn building prop.
### General Notes

#### Table: Material Requirements

<table>
<thead>
<tr>
<th>Type of Space</th>
<th>Required Material</th>
</tr>
</thead>
<tbody>
<tr>
<td>Kitchen</td>
<td>Fire Sprinkler</td>
</tr>
<tr>
<td>Bathroom</td>
<td>Fire Sprinkler</td>
</tr>
<tr>
<td>Lobby</td>
<td>Fire Sprinkler</td>
</tr>
<tr>
<td>Hall</td>
<td>Fire Sprinkler</td>
</tr>
<tr>
<td>Meeting Room</td>
<td>Fire Sprinkler</td>
</tr>
</tbody>
</table>

#### Electrical

1. All necessary power supplies for all work required shall be provided by the contractor.
2. All electrical conductors shall be permitted to be exposed in ceilings and walls as required by the code.
3. All electrical equipment shall be of the approved types and of the approved quality.
4. All electrical equipment shall be installed in accordance with the code.

#### Structural Steel

1. All structural steel shall be of the approved types and of the approved quality.
2. All structural steel shall be installed in accordance with the code.
3. All structural steel shall be inspected by the inspector of the building department.

#### Exterior Painting

1. All exterior painting shall be of the approved types and of the approved quality.
2. All exterior painting shall be applied in accordance with the code.
3. All exterior painting shall be inspected by the inspector of the building department.
LIVE FIRE TRAINING USAGE CRITERIA

THE BUILDING HAS BEEN DESIGNED FOR THE FOLLOWING USAGE CRITERIA:

1. MAINTENANCE OF LIVE FIRE TRAINING SHALL BE PERMITTED.
2. MAINTENANCE OF LIVE FIRE TRAINING EQUIPMENT PER DAY = 1.
3. MAINTENANCE OF TRASH AND WASTE DISPOSAL = 2.
4. MAINTENANCE OF TRASH AND WASTE DISPOSAL PER DAY = 1.
5. MAINTENANCE OF TRASH AND WASTE DISPOSAL PER WEEK = 1.
6. MAINTENANCE OF TRASH AND WASTE DISPOSAL PER MONTH = 1.
7. MAINTENANCE OF TRASH AND WASTE DISPOSAL PER YEAR = 1.
8. MAINTENANCE OF TRASH AND WASTE DISPOSAL PER 5 YEARS = 1.
9. MAINTENANCE OF TRASH AND WASTE DISPOSAL PER 10 YEARS = 1.
10. MAINTENANCE OF TRASH AND WASTE DISPOSAL PER 20 YEARS = 1.

ATTENTION:
ALL LIVE FIRE TRAINING IN THIS BUILDING MUST BE IN COMPLIANCE WITH CURRENT NFPA 1481 STANDARDS.
VIRGINIA FIRE SERVICES BOARD.

DEPARTMENT OF FIRE PROGRAMS.

COMMONWEALTH OF VIRGINIA.
RUBY BUILDING PROTOTYPE.
CLASS B PUEL.

NOT FOR CONSTRUCTION.

SIGNAGE & RAILING DETAILS.

ATTACHMENTS:

NOT ENGAGED IN THE TRANSMISSION OF VIRGINIA.
P.O. BOX 222.

A3.2